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List of Acronyms and Abbreviations 
 

AB  Assembly Bill 

AF acre-feet 

AFY acre-feet per year 

Act  Urban Water Management Planning Act 

BMP(s)  best management practice(s) 

CCID Central California Irrigation District 

CEQA  California Environmental Quality Act 

cf cubic feet 

cfs cubic-feet per second 

CII  commercial, industrial, and institutional 

City (or Los Banos) City of Los Banos 

County County of Merced 

CUWCC  California Urban Water Conservation Council 

CVP Central Valley Project 

CWC  California Water Code 

CWSRF  Clean Water State Revolving Fund 

DMM(s)  demand management measure(s) 

DWR  California Department of Water Resources 

EC electrical conductivity 

ETo reference evapotranspiration 

gpcd gallons per capita per day 

gpm gallons per minute 

Guidebook Guidebook to Assist Urban Water Suppliers to Prepare a 2010 Urban Water 
Management Plan 

hcf hundred cubic feet 

IRWM  Integrated Regional Water Management 

IRWMP(s)  Integrated Regional Water Management Plan(s) 

MCL maximum contaminant level 

MRF multi-family residential 

mgd million gallons per day 

MOU  Memorandum of Understanding 

PG&E Pacific Gas and Electric 

Plan (or UWMP)  Urban Water Management Plan 

RO reverse osmosis 

SB  Senate Bill 

SCADA supervisory control and data acquisition 

SFR single-family residential 

SWRCB State Water Resources Control Board 

SWTP surface water treatment plant 

TDS total dissolved solids 

ULF ultra-low flush 

ULFT ultra-low flush toilet 

UWMP (or Plan)  Urban Water Management Plan 

WWTP wastewater treatment plant 
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Section 1. Plan Preparation 

The California Urban Water Planning Act (Act) requires urban water suppliers that have 3,000 or more 

service connections or supply 3,000 or more acre-feet (AF) of water per year to develop an Urban Water 

Management Plan (UWMP or Plan), which is submitted to the California Department of Water Resources 

(DWR) every five years.  The Plan is required to describe and evaluate water deliveries and uses, sources of 

supply, reasonable and practical efficient water uses, demand management activities and water shortage 

contingency planning.  Since 2005, legislation has been implemented that interrelates with the Act.  SBX7-7 

(Water Conservation Bill of 2009) requires urban water suppliers to develop baseline daily per capita water 

use and urban water use targets with the goal of reducing statewide per capita water use by 20 percent by 

2020.  Also, urban water suppliers must include projected water demands for lower income households in 

their future water use projections.  

In accordance with California Water Code §10631.5(a), submittal of an UWMP that includes discussion of 

the status of the water supplier’s implementation of the demand management measures (DMMs), as defined 

in §10631, is required in order for an urban water supplier to be eligible for a water management grant or 

loan administered by the DWR, State Water Resources Control Board, or the Delta Stewardship Council. 

The City of Los Banos (City or Los Banos) has prepared its 2010 UWMP in accordance with the DWR 

“Guidebook to Assist Urban Water Suppliers to Prepare a 2010 Urban Water Management Plan” 

(Guidebook). The format of the Plan follows the suggested organization in Part 1, Section 1 of the 

Guidebook) and incorporates all suggested tables as numbered and shown in the Guidebook to facilitate 

review of the Plan by DWR. Some of the tables are not applicable to the City’s Plan and are noted as such. 

In addition, the placement of the tables in this Plan is in accordance with the suggested format in the 

Guidebook and therefore there are sections in this Plan where the tables are not presented in numeric order. 

This document is an update of the City’s 2005 UWMP. 

1.01 Coordination 

Law 

Each urban water supplier shall coordinate the preparation of its plan with other appropriate agencies 
in the area, including other water suppliers that share a common source, water management agencies, 
and relevant public agencies, to the extent practicable (10620(d)(2)).  

Every urban water supplier required to prepare a plan pursuant to this part shall, at least 60 days prior 
to the public hearing on the plan required by Section 10642, notify any city or county within which the 
supplier provides water supplies that the urban water supplier will be reviewing the plan and 
considering amendments or changes to the plan. The urban water supplier may consult with, and 
obtain comments from, any city or county that receives notice pursuant to this subdivision (10621(b)).  

The urban water supplier shall provide that portion of its urban water management plan prepared 
pursuant to this article to any city or county within which it provides water supplies no later than 60 
days after the submission of its urban water management plan (10635(b)).  

Each urban water supplier shall encourage the active involvement of diverse social, cultural, and 
economic elements of the population within the service area prior to and during the preparation of the 
plan (10642).  

Prior to adopting a plan, the urban water supplier shall make the plan available for public inspection 
and shall hold a public hearing thereon. Prior to the hearing, notice of the time and place of hearing 
shall be published within the jurisdiction of the publicly owned water supplier pursuant to Section 6066 
of the Government Code. The urban water supplier shall provide notice of the time and place of 
hearing to any city or county within which the supplier provides water supplies. A privately owned water 
supplier shall provide an equivalent notice within its service area (10642). 
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City Public Works Department staff coordinated the development of this Plan with various City 
departments, including solicitation of input and data from the various departments during the 
preparation of this Plan.  Draft copies of the Plan were made available to department managers for 
comment and revision prior to adoption. 

The City of Los Banos water supply is produced solely from groundwater.  The City does not 
currently share water sources with other agencies other than indirectly through precipitation recharge 
and pumping from the same groundwater basin.  Agencies coordinated with for development of this 
Plan therefore include, but are not limited to, local government, private, and agricultural interests as 
shown in Table 1. 
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Central California Irrigation 
District 

          

County of Merced            

Merced County Farm Bureau        

Los Banos Chamber of 
Commerce 

       

Los Banos Unified School 
District 

       

General public           
1
 Notification of the City’s intention to adopt a revised UWMP and the availability of the draft UWMP was provided to 

   the listed agencies by letter and to the general public through the public hearing notice published in the local 
   newspaper. 

     

The City held a public hearing on June 1, 2011to present and discuss the Plan. Public involvement of the 
entire community was encouraged. Sixty days prior to the public hearing, notice of the time and place of 
hearing was published pursuant to Section 6066 of the Government Code. A copy of the public notice is 
included in Appendix A. The notice of the time and place of the hearing and the availability of the draft 
UWMP was also provided by letter to the agencies listed in Table 1.  Prior to the public hearing and adoption 
of the Plan, the City made the draft Plan available for public inspection on its website and at the City Public 
Works Department. 

1.02 Plan Adoption, Submittal, and Implementation 

Law 

The amendments to, or changes in, the plan shall be adopted and filed in the manner set forth in 
Article 3 (commencing with Section 10640) (10621(c)).  

After the hearing, the plan shall be adopted as prepared or as modified after the hearing (10642).  

An urban water supplier shall implement its plan adopted pursuant to this chapter in accordance with 
the schedule set forth in its plan (10643).  

An urban water supplier shall submit to the department, the California State Library, and any city or 
county within which the supplier provides water supplies a copy of its plan no later than 30 days after 
adoption. Copies of amendments or changes to the plans shall be submitted to the department, the 
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California State Library, and any city or county within which the supplier provides water supplies within 
30 days after adoption (10644(a)).  

Not later than 30 days after filing a copy of its plan with the department, the urban water supplier and 
the department shall make the plan available for public review during normal business hours. (10645). 

The Plan was adopted by the City Council on June 1, 2011 and submitted to DWR, the California State 

Library and the County of Merced within 30 days after adoption.  A copy of the signed resolution adopting the 

Plan is included as Appendix B.  This Plan includes all information necessary to meet the requirements of the 

Act and the Water Conservation Bill of 2009. The adopted Plan was also made available for public review on 

the City’s website and at the City’s Public Works Department within 30 days after adoption. The 

implementation of the Plan is discussed in further detail in the following sections of the Plan. 
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Section 2. System Description 

Los Banos extracts its water supply from groundwater aquifers via a series of wells with most of the wells 

concentrated in the southwest area of the City.  The City’s existing system facilities include 13 active wells 

with a total pumping capacity of 14,875 gallons per minute (gpm), a distribution system with line sizes 

ranging from 4 to 30 inches in diameter, an elevated storage tank with a capacity of 100,000 gallons, and a 5 

million gallon surface mounted storage tank equipped with 4 booster pumps with a total pumping capacity of 

10,500 gpm.  The quality of the water pumped is good and meets all California Code of Regulations primary 

and secondary drinking water standards. 

2.01 Service Area Physical Description 

Law 

Describe the service area of the supplier (10631(a)). 

Los Banos is located on the west side of Merced County and is the county’s second largest city.  The City is 

conveniently located in the center of California and is about two hours from the cities of San Francisco, 

Oakland and Sacramento, as well as Yosemite National Park.  California’s Monterey Peninsula and the 

Pacific Ocean are accessible in one and a half hours, as well as the Valley’s major cities of Stockton and 

Fresno.  The Silicon Valley is just more than an hour’s drive away.  

Incorporation of the City occurred in 1907. The City provides water service to all residential, commercial, and 

industrial customers, and for environmental and fire protection uses.  The City currently occupies an area of 

about 9 square miles.   

Los Banos has a generally flat topography and lies within the San Joaquin Valley, which is about 225 miles 

long and averages 50 miles wide.  About 50 miles east of Los Banos, the terrain slopes upward with the 

foothills of the Sierra Nevada mountain range; 10 miles west of the City are the foothills of the Coastal 

Mountain Range.  Los Banos is also centrally located along the western edge of nearly 160,000 acres of the 

remaining seasonal wetlands and grasslands that at one time covered much of the San Joaquin Valley.  This 

area is very important in that it represents the largest remaining area of wetlands and grasslands in the 

Central Valley which is critical habitat for migrating and wintering waterfowl on the Pacific Flyway. 

2.02 Climate 

Law 

Describe the service area climate (10631(a)). 

The climate of Los Banos is dry and mild in winter and hot in the summer.  Nearly nine-tenths of the annual 

precipitation falls during the period of November through April.  Rainfall during the summer is rare and very 

light.  Snow is also a rare occurrence.  Los Banos enjoys a very high percentage of sunshine, receiving more 

than 80 percent of the possible amount during all but the four months of November, December, January, and 

February.  Reduction of sunshine during these months is caused by fog and short periods of stormy weather.  

Due to clear skies during the summer and the protection of the San Joaquin Valley from marine effects, the 

normal daily maximum temperature reaches the high 90s during the latter part of July.  The daily maximum 

temperature during the warmest month has ranged from 76°F to 115°F.  Relative humidity readings of 15 

percent are common on summer afternoons, and readings as low as 8 percent have been recorded.  In 

contrast to this, humidity readings average 90 percent during the morning hours of December and January. 

Winter temperatures are usually mild with infrequent cold spells dropping the readings below freezing.  

Heavy frost occurs almost every year, and the first frost usually occurs during the last week of November.  

The last frost in spring is usually in early March; however, one year in five will have the last frost after the first 

of April. 
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Winds flow with the major axis of the San Joaquin Valley, generally from the northwest.  This feature is 

especially beneficial since during the warmest months, the northwest winds increase during the evenings.  

These refreshing breezes and the normally large temperature variation of about 35 degrees between the 

highest and lowest readings generally result in comfortable evening and night temperatures. 

Average monthly and annual climate data for Los Banos is presented below. 

 

Climate Data 

 Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec Annual 

Standard monthly 

avg. ETo
1 

(in.) 
0.87 1.67 3.40 5.54 7.29 8.21 8.62 7.44 5.52 3.77 1.82 0.93 55.08 

Avg. rainfall 
2
 (in.) 1.90 1.68 1.41 0.71 0.35 0.06 0.02 0.02 0.18 0.48 0.97 1.47 9.24 

Avg. max. temp.
2
 (

o
F) 55.1 62.2 68.2 74.9 82.5 89.9 96.5 95.1 90.4 80.2 66.6 55.8 76.4 

Avg. min. temp.
2
 (

o
F) 36.3 39.8 42.7 46.2 51.8 56.7 60.5 59.2 56.1 49.3 41.1 36.4 48.0 

   1 
California Irrigation Management Information System (CIMIS) data for Station 56 – Los Banos. 

2 
Western Regional Climate Center monthly climate summary data for Los Banos, CA (Station 045118). Period of record:  

   3/1/1906 – 12/31/2010. 

2.03 Service Area Population 

Law 

(Describe the service area) current and projected population . . . The projected population estimates 
shall be based upon data from the state, regional, or local service agency population projections within 
the service area of the urban water supplier . . . (10631(a)). 

…(population projections) shall be in five-year increments to 20 years or as far as data is available 
(10631(a)). 

Describe … other demographic factors affecting the supplier's water management planning (10631(a)). 

Los Banos has historically experienced steady population growth and future projections anticipate further 

growth at the same or greater than the current rate.  Agricultural services, retail trade, and government are 

currently the largest segments contributing to the City’s labor force.  A growing new enterprise segment is 

also creating additional demand on water resources.  Anticipating increased demand from population growth 

and new enterprise are important aspects of the City’s UWMP.  The City’s UWMP anticipates the affects of 

increased demand on water resources arising from sustained population growth.   

The latest U.S. Census Bureau population estimate for the incorporated City of Los Banos was 35,972 in 

2010.  The City’s current General Plan, adopted in 2009, assumes an average annual population growth rate 

of 4.1 percent.  Table 2 shows the estimated population total for the City in 2010, with projections to 2035 

based on an assumed annual growth rate of 4.1 percent. 

 

Table 2.  Population – Current and Projected 

  2010 2015 2020 2025 2030 2035  Data source 

Service area 
population 

35,972  43,976  53,762  65,724  80,349  98,227  
U.S. Census 

2010 
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Section 3. System Demands 

3.01 Baselines and Targets 

Law 

An urban retail water supplier shall include in its urban water management plan … due in 2010 the 
baseline daily per capita water use, urban water use target, interim urban water use target, and 
compliance daily per capita water use, along with the basis for determining those estimates, including 
references to supporting data (10608.20(e)). 

 

As part of the 20x2020 Water Conservation Plan, a directive was issued to reduce statewide per capita 
urban water use by 20 percent by the year 2020.  The Water Conservation Bill of 2009 is one of the policy 
bills that provides the regulatory framework to support the statewide reduction.  With the incorporation of the 
Water Conservation Bill of 2009 into the California Water Code it is now necessary for urban water suppliers 
to develop baseline daily per capita water use and urban water use targets and to track their progress toward 
achieving those targets. 
 
DWR developed the “Methodologies for Calculating Baseline and Compliance Urban Per Capita Water Use” 
Report (Methodologies Report) to provide methodologies to develop baseline and compliance numbers.  The 
development process outlined in Figure D-2 of the Methodologies Report was used to develop the City’s 
baseline and target numbers.  A description of the steps and process used to determine the baseline and 
target numbers follows:  
 
Step 1: Determine the Base Daily Per Capita Water Use 
 

 Los Banos does not use any recycled water to meet any of its water demand, therefore use of a 10-
year base period was required. The base period used was 1999 through 2008 (see Table 13). 
 

 Los Banos determined the population within their water system service area for each year in the 
base period.  Population data from the California Department of Finance Demographic Research 
Unit for the incorporated City of Los Banos was used. The water system service area coincides with 
the incorporated area boundaries of the City and therefore no adjustments to the population numbers 
were necessary (see Table 13). 
 

 Gross water use, in acre-feet per year (AFY) was summarized for each base period year based on 
the total of customer meter readings (sold water) adjusted for system losses (unaccounted for water) 
as presented in Tables 10 and 11 and discussed in Section 6.03 (see Table 14).   
 

 Annual daily per capita water use numbers were developed for each year in the base period.  The 
average of the annual daily per capita water use numbers was calculated and the resultant is the 
Base Daily Per Capita Water Use (233 gallons per capita per day (gpcd))(see Table14). 

 
Step 2: Determine the Urban Water Use Target 
 

 The Urban Water Use Target  is the annual average daily per capita water use value that the City is 
required to be in compliance with by 2020 to be eligible for funding administered by the State. 
Method 1 (Eighty percent of the supplier’s Base Daily Per Capita Water Use) was used to develop 
the Urban Water Use Target.  Method 1 requires multiplying the Base Daily Per Capita Water Use 
(233 gpcd) by 80% to determine the Urban Water Use Target (186 gpcd). 

 
Step 3: Confirm the Urban Water Use Target  
 

 Step 3 confirms the water supplier’s urban water use target determined in Step 2. It compares the 
urban water use target determined in Step 2 to a 5-year base daily per capita water use value to 
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confirm that the urban water use target has met a minimum reduction established by statute. 
Adjustments are made, if necessary, so that the threshold is met. The 5-year base period used to 
confirm the Urban Water Use Target was 2004 through 2008 (see Table 13).   
 

 The already determined population and gross water use numbers in Table 14 were applied to the 5-
year base period to determine the annual daily per capita water use numbers, the average 5-Year 
Base Daily Per Capita Water Use (233 gpcd) and the 95% of 5-Year Base Daily Per Capita 
Water Use (221 gpcd) (see Table 15). 
 

 The Urban Water Use Target (186 gpcd) was determined to be lower than the 95% of 5-Year Base 
Daily Per Capita Water Use (221 gpcd) and therefore no adjustment was required. The Urban Water 
Use Target remains (186 gpcd).  

 

Step 4: Determine the Interim Urban Water Use Target  

 The final step was determination of the Interim Urban Water Use Target, which is the annual 
average daily per capita water use value that the City is required to be in compliance with by 
2015 to be eligible for funding administered by the State. The Interim Urban Water Use 
Target was determined by adding the Base Daily Per Capita Water Use number (233 gpcd) 
and the Urban Water Use Target number (186 gpcd) and dividing by two.  The calculated 
Interim Urban Water Use Target is 210 gpcd. 

 

Table 13.  Base Period Ranges 

Base Parameter Value Units 

10- to 15-year base period 

2008 total water deliveries 9,200 AFY 

2008 total volume of delivered recycled water 0 AFY 

2008 recycled water as a percent of total deliveries  0 percent 

Number of years in base period 10 years 

Year beginning base period range 1999   

Year ending base period range 2008   

5-year base period 

Number of years in base period 5 years 

Year beginning base period range 2004   

Year ending base period range 2008   
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Table 14.  Base Daily Per-Capita Water Use — 10- to 15-Year Range 

Base period year 
Distribution 

System Population 
Daily system gross 

water use (mgd) 

Annual daily per 
capita water use 

(gpcd) Sequence Year Calendar Year 

Year 1 1999 24,069 5.461 227 

Year 2 2000 25,869 6.710 259 

Year 3 2001 27,394 6.252 228 

Year 4 2002 28,443 6.745 237 

Year 5 2003 29,413 6.280 214 

Year 6 2004 30,882 6.554 212 

Year 7 2005 32,336 6.782 210 

Year 8 2006 33,977 7.921 233 

Year 9 2007 34,988 9.220 264 

Year 10 2008 35,665 8.720 244 

Year 11     

Year 12     

Year 13     

Year 14     

Year 15     

Base Daily Per Capita Water Use 233 

 

Table 15.  Base Daily Per-Capita Water Use — 5-Year Range 

Base period year 
Distribution 

System Population 
Daily system gross 

water use (mgd) 

Annual daily per 
capita water use 

(gpcd) Sequence Year Calendar Year 

Year 1 2004 30,882 6.554 212 

Year 2 2005 32,336 6.782 210 

Year 3 2006 33,977 7.921 233 

Year 4 2007 34,988 9.220 264 

Year 5 2008 35,665 8.720 244 

Base Daily Per Capita Water Use 233 

 

Summary of Baselines and Targets 

A summary of the City’s baselines and targets determined in this section is presented below. The City’s per 

capita water use has been less than its 2015 Interim Urban Water Use Target of 210 gpcd the last two years. 

The City also nearly achieved its 2020 Urban Water Use Target of 186 gpcd the last two years. A discussion 

of the City’s plan to reduce water use with the goal of achieving and maintaining compliance with its 2020 

Urban Water Use Target is presented in Section 3.04. As noted in the Guidebook, a water supplier may 

select a different Target Method in its 2015 Plan. Therefore the method selected and the determination of 

targets will be reevaluated during the preparation of the City’s 2015 Plan. 

 

Summary of Baselines and Targets 

Base Daily Per-Capita Water Use 233 gpcd 

Interim Urban Water Use Target (2015) 210 gpcd 

Urban Water Use Target (2020) 186 gpcd 
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3.02 Water Demands 

Law 

Quantify, to the extent records are available, past and current water use, and projected water use (over 
the same five-year increments described in subdivision (a)), identifying the uses among water use 
sectors, including, but not necessarily limited to, all of the following uses: (A) Single-family residential; 
(B) Multifamily; (C) Commercial; (D) Industrial; (E) Institutional and governmental; (F) Landscape; (G) 
Sales to other agencies; (H) Saline water intrusion barriers, groundwater recharge, or conjunctive use, 
or any combination thereof; (I) Agricultural (10631(e)(1) and (2)).  

The water use projections required by Section 10631 shall include projected water use for single-family 
and multifamily residential housing needed for lower income households, as defined in Section 
50079.5 of the Health and Safety Code, as identified in the housing element of any city, county, or city 
and county in the service area of the supplier (10631.1(a)). 

Projected water demands are based on the population estimates shown in Section 2.03 and assume that 

water use targets developed in Section 3.01 will be achieved in both 2015 and 2020.  The number of 

accounts in each water use sector is assumed to grow at the same rate as the population (4.1% annually) 

over the planning period. The water delivery projections are based on 2010 data adjusted by the assumed 

4.1% growth rate through 2015. When unaccounted for water (system losses) are included, this yields a per 

capita water use of 187 gpcd in 2015, same as in 2010, which is less than the Interim Urban Water Use 

Target for 2015 of 221 gpcd. It is assumed that per capita water use would decline slightly to 186 gpcd by 

2020 which would achieve the goal of complying with the Urban Water Use Target of 186 gpcd. 

The amount of water delivered in 2005 and 2010, based on customer meter readings, along with the 

projected amounts  to be delivered over the next 25 years, in 5-year increments, is shown in Tables 3 

through 7.  

Table 3.  Water Deliveries — Actual, 2005 (AFY) 

  

2005 

Metered Not metered Total 

 Water use sectors 
# of 

accounts Volume 
# of 

accounts Volume Volume 

Single family 9,907  5,724      5,724  

Multi-family           

Commercial
1 

591 1,244 30 NA 1,244 

Industrial         0  

Institutional/governmental         0  

Landscape         0  

Agriculture         0  

Other (construction)         0  

Total 10,498 6,968 30 NA 6,968 
1
 Commercial includes all other water use sectors except single family. Accounts were subsequently 

  separated by water use sector as shown in Table 4. 
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Table 4.  Water Deliveries — Actual, 2010 (AFY) 

  
2010 

Metered Not metered Total 

Water use sectors 
# of 

accounts Volume 
# of 

accounts Volume Volume 

Single family 10,168 4,843   4,843 

Multi-family 533 411   411 

Commercial
1 

81 1,177   1,177 

Industrial      

Institutional/governmental      

Landscape 180 497   497 

Agriculture      

Other (construction)      

Total 10,962 6,928   6,928 
1
Includes industrial and institutional/governmental 

 

Table 5.  Water Deliveries — Projected, 2015 (AFY) 

  

2015 

Metered Not metered Total 

 Water use sectors 
# of 

accounts Volume 
# of 

accounts Volume Volume 

Single family 12,431 5,921   5,921 

Multi-family 652 502   502 

Commercial
1 

99 1,439   1,439 

Industrial      

Institutional/governmental      

Landscape 220 608   608 

Agriculture      

Other      

Total 13,402 8,470   8,470 
1
Includes industrial and institutional/governmental 

 

Table 6.  Water Deliveries — Projected, 2020 (AFY) 

  

2020 

Metered Not metered Total 

 Water use sectors 
# of 

accounts Volume 
# of 

accounts Volume Volume 

Single family 15,196 7,215   7,215 

Multi-family 797 612   612 

Commercial
1 

121 1,753   1,753 

Industrial      

Institutional/governmental      

Landscape 269 741   741 

Agriculture      

Other      

Total 16,383 10,321   10,321 
1
Includes industrial and institutional/governmental  
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Table 7.  Water Deliveries — Projected 2025, 2030, and 2035 (AFY) 

  

2025 2030 2035 

Metered metered metered 

Water use sectors 
# of 

accounts Volume 
# of 

accounts Volume 
# of 

accounts Volume 

Single family 18,578 8,820 22,712 10,783 27,765 13,182 

Multi-family 974 748 1,191 915 1,455 1,118 

Commercial
1 

148 2,143 181 2,620 221 3,203 

Industrial       

Institutional/governmental       

Landscape 329 906 402 1,107 492 1,354 

Agriculture       

Other       

Total 20,029 12,617 24,486 15,425 29,933 18,857 
1
Includes industrial and institutional/governmental 

 

Urban water suppliers are required to identify water demand required for lower income housing in its water 
use projections. The City of Los Banos 2009 – 2014 Housing Element estimated a need for 525 very low 
income housing units and 403 low income units for a total of 928 lower income housing units needed by 
2015. Of the 525 very low income housing units needed, 352 of those units are needed for extremely low 
income families. The extremely low income families require rental assistance and these units are assumed to 
be multi-family residential (MFR) units. Therefore, the number of low income single-family residential (SFR) 
units is assumed to be the remaining  576 units. Based on these residential unit numbers, 2010 water use 
per residential unit values and an annual growth rate of 4.1 percent, the estimated volume of water needed 
to meet the new lower income housing units were determined and are shown in Table 8. The projected water 
demands for lower income housing are included in the projections of water demands shown in Tables 5 
through 7. Demand for existing lower income housing is being met and is included in the volumes shown in 
Tables 3 and 4. 
 

Table 8.  Low-Income Projected Water Demands (AFY) 

Low Income Water 
Demands 2015 2020 2025 2030 2035 

Single-family residential
1 

276 337 412 504 616 

Multi-family residential
2 

134 164 200 245 299 

Total 410 501 612 749 915 
1
 Based on an average water use of 0.48 AF per SFR unit in 2010 and an annual growth rate of 4.1%. 

2
 Based on an average water use of 0.38 AF per MFR unit in 2010 and an annual growth rate of 4.1%. 

Los Banos does not sell water to other water agencies nor are there plans to as shown in Table 9. In 
addition, water is not used for any other purposes as shown in Table 10. However, the volume of water 
produced by the City wells, measured at the wellhead, is greater than the delivered volume due to 
unaccounted for water (system losses). The system losses are shown in Table 10. Unaccounted for water is 
further discussed in Section 6.03. Therefore, the City’s total annual water use from 2005 to 2035, in five year 
increments, is shown in Table 11. These total water use numbers include the delivered volume, as measured 
at the customer’s meters, and system loss volume and are equal to the total of the pumpage volumes 
measured at the wellheads. 
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Table 9.  Sales To Other Water Agencies (AFY)
1 

 Water distributed 2005 2010 2015 2020 2025 2030 2035 

None             

               

               

Total        
1
Los Banos does not sell water to any water agencies. 

 

Table 10. Additional Water Uses And Losses (AFY)
1 

Water Use
2
 2005 2010 2015 2020 2025 2030 2035 

Saline barriers               

Groundwater recharge               

Conjunctive use               

Raw water               

Recycled water               

System losses 629 663 719  880  1,076   1,315  1,608 

Other (define)               

Total 629 663 719  880  1,076   1,315  1,608 
1
Los Banos does not use water for other purposes but does have system losses. Unaccounted for water 

volume is assumed to be 8.5% of the water pumped into the system (See Section 6.03). 
2
Water accounted for in Tables 3 through 7 is not included in this table.  

 

Table 11.  Total Water Use (AFY) 

Water Use 2005 2010 2015 2020 2025 2030 2035 

Total water deliveries (from 
Tables 3 to 7) 

6,968 6,928 8,470 10,321 12,617 15,425 18,857 

Sales to other water 
agencies (from Table 9) 

       

Additional water uses and 
losses (from Table 10) 

629 663 719 880 1,076   1,315  1,608 

Total 7,597 7,591 9,189 11,201 13,693 16,740 20,465 
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3.03 Water Demand Projections 

Law 

Urban water suppliers that rely upon a wholesale agency for a source of water shall provide the 
wholesale agency with water use projections from that agency for that source of water in five-year 
increments to 20 years or as far as data is available. The wholesale agency shall provide information to 
the urban water supplier for inclusion in the urban water supplier's plan that identifies and quantifies, to 
the extent practicable, the existing and planned sources of water as required by subdivision (b), 
available from the wholesale agency to the urban water supplier over the same five-year increments, 
and during various water-year types in accordance with subdivision (c). An urban water supplier may 
rely upon water supply information provided by the wholesale agency in fulfilling the plan informational 
requirements of subdivisions (b) and (c) (10631(k)).  

Los Banos does not purchase or rely on water from another agency as shown in Table 12. 

 

Table 12.  Retail Agency Demand Projections Provided To Wholesale Suppliers (AFY)
1 

Wholesaler 
Contracted 

Volume 2010 2015 2020 2025 2030 2035 

None                

                

                
1
Los Banos does not purchase any water from another agency. 

3.04 Water Use Reduction Plan 

Law 

Urban wholesale water suppliers shall include in the urban water management plans . . . an 
assessment of their present and proposed future measures, programs, and policies to help achieve the 
water use reductions required by this part. (10608.36). 

 
The City is currently using less water than its Interim Urban Water Use Target of 210 gpcd. The City’s water 
use the last two years has been 197 gpcd in 2009 and 187 gpcd in 2010.  In fact, water use the last two 
years is almost in compliance with the Urban Water Use Target of 186 gpcd as shown below. 
 

Status of Compliance with Urban Water Use Targets 

 Water Use or Target 
 (gpcd) 

2009 water use 197 

2010 water use 187 

Base Daily Per-Capita Water Use 233 

Interim Urban Water Use Target (2015) 210 

Urban Water Use Target (2020) 186 

 
Since preparation of its 2005 UWMP, the City has made continued progress in implementing its water 
conservation programs and the DMMs identified in the Plan. Since 2005, the City has completed the 
installation of meters and now all connections are metered and billed on a volumetric basis. In addition, the 
City Council adopted a Water Efficient Landscape Ordinance that establishes a structure for planning, 
designing, installing, maintaining and managing water efficient landscapes in new construction and 
rehabilitation projects. This is discussed further in Section 6.05. The City’s continued efforts in educating its 
residents about the importance of conserving and protecting its limited water resources is also contributing to 
the successful reduction in water use. The City will continue to implement its water conservation programs 
and the DMMs in this Plan with the goal of achieving compliance with its Urban Water Use Target of 186 
gpcd.    
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Section 4. System Supplies 

4.01 Water Sources 

Law 

Identify and quantify, to the extent practicable, the existing and planned sources of water available to 
the supplier over the same five-year increments described in subdivision (a) (10631(b)). 

Los Banos obtains its entire water supply from the underlying groundwater basin. The volume of 

groundwater pumped in 2010 and estimates of groundwater volumes required to meet demands through 

2035, in five-year increments, are shown in Table 16. The City does not obtain any water from a wholesaler 

nor does it wholesale water to other suppliers or users as shown in Table 17. 

 

Table 16.  Water Supplies — Current And Projected (AFY) 

Water Supply Sources 2010 2015 2020 2025 2030 2035 

Water purchased from: 
Wholesaler supplied 

volume (yes/no)             

Wholesaler 1                

Wholesaler 2                

Wholesaler 3                

Supplier-produced groundwater 7,591 9,189 11,201 13,693 16,740 20,465 

Supplier-produced surface water             

Transfers in             

Exchanges In             

Recycled Water             

Desalinated Water             

Other             

Other             

Total 7,591 9,189 11,201 13,693 16,740 20,465 

 

Table 17.  Wholesale Supplies — Existing and Planned Sources of Water (AFY) 

Wholesale Sources Contracted Volume 2015 2020 2025 2030 2035 

None       

       

4.02 Groundwater 

Law 

(Is) groundwater … identified as an existing or planned source of water available to the supplier . . . 
(10631(b))?  

(Provide a) copy of any groundwater management plan adopted by the urban water supplier, including 
plans adopted pursuant to Part 2.75 (commencing with Section 10750), or any other specific 
authorization for groundwater management (10631(b)(1)).  

(Provide a) description of any groundwater basin or basins from which the urban water supplier pumps 
groundwater (10631(b)(2)).  
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For those basins for which a court or the board has adjudicated the rights to pump groundwater, 
(provide) a copy of the order or decree adopted by the court or the board (10631(b)(2)).  

(Provide) a description of the amount of groundwater the urban water supplier has the legal right to 
pump under the order or decree (10631(b)(2)).  

For basins that have not been adjudicated, (provide) information as to whether the department has 
identified the basin or basins as overdrafted or has projected that the basin will become overdrafted if 
present management conditions continue, in the most current official departmental bulletin that 
characterizes the condition of the groundwater basin, and a detailed description of the efforts being 
undertaken by the urban water supplier to eliminate the long-term overdraft condition (10631(b)(2)).  

(Provide a) detailed description and analysis of the location, amount, and sufficiency of groundwater 
pumped by the urban water supplier for the past five years. The description and analysis shall be 
based on information that is reasonably available, including, but not limited to, historic use records 
(10631(b)(3)).  

(Provide a) detailed description and analysis of the amount and location of groundwater that is 
projected to be pumped by the urban water supplier. The description and analysis shall be based on 
information that is reasonably available, including, but not limited to, historic use records (10631(b)(4)).  

Los Banos is located in the San Joaquin River Hydrologic Region (groundwater basin) and extracts its 

groundwater from the Delta-Mendota Subbasin.  DWR Bulletin 118 – Update 2003, “California’s 

Groundwater” contains a detailed description of the Delta-Mendota Subbasin and its characteristics and 

conditions.  A copy of this description is included in Appendix C.   

The San Joaquin River Groundwater Basin is not adjudicated.  Therefore, there are no limitations placed on 

groundwater pumpage volumes but the groundwater must be beneficially used.  While portions of the San 

Joaquin River Groundwater Basin has been in a state of overdraft for many years, Delta-Mendota Subbasin 

water levels have remained relatively stable and actually rose during the 1970 to 2000 period (DWR Bulletin 

118).  The California Water Plan Update – Bulletin 160-98 estimated the average overdraft in the San 

Joaquin River Groundwater Basin to be 239,000 AF in 1995.  However, the Delta-Mendota Subbasin 

average water level increased by 2.2 feet from 1970 to 2000.  The period from 1970 to 1985 showed a 

general increase, topping out at 7.5 feet above the 1970 water level.  The 9-year period from 1985 to 1994 

saw general declines in water levels, dropping back down to the 1970 groundwater level in 1994.  

Groundwater levels rose in 1995 to about 2.2 feet above the 1970 groundwater level.  Water levels fluctuated 

around this value until 2000.  Subbasin water levels have shown the ability to recover from periods of 

reduced rainfall and reduced surface water deliveries. 

The City of Los Banos has not prepared a Groundwater Management  Plan. However, the City works closely 

with the other local water suppliers to monitor and manage groundwater in the area.  A report that 

investigated groundwater conditions in the Los Banos area was recently prepared for the Central California 

Irrigation District, City of Los Banos and the United States Bureau of Reclamation. The report, “Update of 

Groundwater Conditions in the Vicinity of the City of Los Banos” (Kenneth D. Schmidt and Associates, May 

2010), concludes that the groundwater in the study area (Los Banos area) has been approximately in 

balance from 1989 to 2009. The report also concludes that although the Los Banos urban area is not in a 

long-term state of groundwater overdraft, much of the recharge to groundwater beneath the City is not from 

City activities. Seepage from canals, deep percolation from irrigated lands, and seepage from Los Banos 

Creek have been the most important sources of groundwater recharge in the area. The report states “About 

3,600 AFY of canal water (surface water) would need to be used or recharged by the City to have a self-

sufficient groundwater supply at present. Use or recharge of about 5,400 AFY of surface water would be 

necessary for full development within the City’s Urban Growth Boundary as planned.”  

The annual volume of groundwater pumped each of the last five years and projected to be pumped through 

2035, in five-year increments, is shown in Tables 18 and 19. Groundwater pumpage estimates also assume 

that the City will continue to rely solely on groundwater for its supply since it currently has no surface water 

supplies or entitlements although this may change as the City is investigating acquisition of a surface water 
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supply due to the limited availability of groundwater meeting Domestic Water Quality Standards.  This pursuit 

is in its infancy hence there is not yet a projection available as to when the conversion to or supplementation 

with surface water may occur. Therefore, use of groundwater is assumed throughout the period of 

projections. 

 

Table 18.  Groundwater – Volume Pumped (AFY) 

Basin Name(s) 
Metered or 
Unmetered 2006 2007 2008 2009 2010 

Delta-Mendota Subbasin Metered 8,107 9,119 8,849 8,254 7,590 

Total groundwater pumped  8,107 9,119 8,849 8,254 7,590 

Groundwater as a percent of total 
water supply 

 
 

100 
 

100 
 

100 
 

100 
 

100 

 

Table 19.  Groundwater – Volume Projected to be Pumped (AFY) 

Basin Name(s) 2015 2020 2025 2030 2035 

Delta-Mendota Subbasin 9,189 11,201 13,693 16,740 20,465 

Total groundwater pumped 9,189 11,201 13,693 16,740 20,465 

Groundwater as a percent of total water supply 100 100 100 100 100 

4.03 Transfer Opportunities 

Law 

Describe the opportunities for exchanges or transfers of water on a short-term or long-term basis 
(10631(d)). 

The municipal water well system that supplies the City’s water has historically been a consistent, reliable 

source of water and therefore the City has not had to exchange or transfer water to meet its demands.  In the 

event that untreated groundwater can no longer provide a consistent potable water source, new wells, well 

head treatment and a treated surface water supply will be used as needed to avoid a supply shortfall. The 

purchase and delivery of any surface water supplies to the City may first be used for groundwater recharge 

or for nonpotable uses since the City presently does not have a surface water treatment plant (SWTP).  It 

would not be practical to use surface water on a short-term or emergency basis.  These water source options 

are being evaluated for their use in meeting future water demands, and the City is exploring the procurement 

of a surface water supply through various arrangements. However, at this time there are no plans for 

transferring or exchanging water as shown in Table 20. 

 

Table 20.  Transfer and Exchange Opportunities (AFY) 

Transfer Agency 
Transfer or 
Exchange 

Short Term or 
Long Term Proposed Volume 

None       

        

Total      

4.04 Desalinated Water Opportunities 

Law 

Describe the opportunities for development of desalinated water, including, but not limited to, ocean 
water, brackish water, and groundwater, as a long-term supply (10631(i)). 

Salinity measured as total dissolved solids (TDS), of the groundwater in many of the aquifer zones beneath 

and near the City exceeds the Secondary Upper Limit of the Domestic Water Quality Standards.  The City’s 
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2008 Master Plan for Water Distribution System (Water Master Plan) assumes that treated surface water will 

be a source of water in the future. The Water Master Plan recommends treated surface water be used as 

usable groundwater becomes scarce.  This recommendation was made on the basis that the cost of 

procurement and treatment of surface water was more economical than desalination of groundwater and has 

less environmental consequences.  However, there continue to be advancements in reverse osmosis (RO) 

membrane technology that continue to reduce the cost of RO treatment.  Depending upon the success of 

procurement of a surface water supply, desalination of the groundwater may become an attractive alternative 

to meet future water needs provided disposal of the brine can be accomplished economically and without 

significant adverse environmental impact. Without marked changes in the Subbasin water supply and 

demand balance, the groundwater supply should be sufficient to meet the City needs through 2035. 

The City lies inland and therefore desalination of ocean water is not practical. 

4.05 Recycled Water Opportunities 

Law 

Provide, to the extent available, information on recycled water and its potential for use as a water 
source in the service area of the urban water supplier. The preparation of the plan shall be coordinated 
with local water, wastewater, groundwater, and planning agencies that operate within the supplier's 
service area (10633).  

(Describe) the wastewater collection and treatment systems in the supplier's service area, including a 
quantification of the amount of wastewater collected and treated and the methods of wastewater 
disposal (10633(a)).  

(Describe) the quantity of treated wastewater that meets recycled water standards, is being 
discharged, and is otherwise available for use in a recycled water project (10633(b)).  

(Describe) the recycled water currently being used in the supplier's service area, including, but not 
limited to, the type, place, and quantity of use (10633(c)).  

(Describe and quantify) the potential uses of recycled water, including, but not limited to, agricultural 
irrigation, landscape irrigation, wildlife habitat enhancement, wetlands, industrial reuse, groundwater 
recharge, indirect potable reuse, and other appropriate uses, and a determination with regard to the 
technical and economic feasibility of serving those uses (10633(d)).  

(Describe) the projected use of recycled water within the supplier's service area at the end of 5, 10, 15, 
and 20 years, and a description of the actual use of recycled water in comparison to uses previously 
projected pursuant to this subdivision (10633(e)).  

(Describe the) actions, including financial incentives, which may be taken to encourage the use of 
recycled water, and the projected results of these actions in terms of acre-feet of recycled water used 
per year (10633(f)).  

(Provide a) plan for optimizing the use of recycled water in the supplier's service area, including actions 
to facilitate the installation of dual distribution systems, to promote recirculating uses, to facilitate the 
increased use of treated wastewater that meets recycled water standards, and to overcome any 
obstacles to achieving that increased use (10633(g)).  

Wastewater System Description 

Sewage is collected throughout the City via a network of sanitary sewer collection pipelines ranging from 4 to 

30 inches in diameter.  With the aid of 13 sewer lift stations, the influent is gravity fed to the wastewater 

treatment plant (WWTP) in the northeast part of the City. 

The WWTP was originally constructed in 1961 and last expanded in 1997.  Currently, treatment of 

wastewater at the WWTP is accomplished in seven facultative ponds (four treatment and three storage) 

without additional aeration, totaling approximately 509 acres. Disposal of treated wastewater (effluent reuse) 
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is accomplished by irrigation of pastureland, in addition to the percolation and evaporation that occurs in the 

ponds. Wastewater flows to the WWTP has averaged about 3.23 million gallons per day (mgd) during the 

last five years. The current maximum capacity of the WWTP is 4.9 mgd per the permit. 

Although well under the permitted flow capacity of the WWTP, the City is planning to expand the plant again 

because the plant’s capacity to reduce the biochemical oxygen demand (BOD5) of the wastewater is being 

reached because of large increases in organic waste from industrial dischargers and also to meet the 

increasing domestic discharges from the growing City.  The City is currently evaluating alternative treatment 

methods and expansion alternatives. 

Wastewater Generation, Collection, and Treatment 

The average daily volume of wastewater collected and treated in 2010 was estimated to be approximately 

2.91 mgd, yielding a yearly total of approximately 1,060 million gallons, or about 3,250 AF.  Table 21 

provides the past and projected annual volumes of wastewater to be collected and treated by the City from 

2005 to 2035, in five-year increments, as presented in the City’s 2008 Master Plan for Wastewater Collection 

System (Wastewater Master Plan).  For this Plan, it is assumed that the vast majority of water conservation 

programs and measures implemented will be related to outdoor water use and therefore the volumes of 

wastewater projected to be collected, treated and reused by the City as shown in the Wastewater Master 

Plan are representative of future volumes. In addition, the City has essentially met its Urban Water Use 

Target  and therefore little reduction in wastewater flows on a per capita basis is expected in the future. 

 

Table 21.  Recycled Water — Wastewater Collection and Treatment (AFY) 

Type of Wastewater 2005 2010 2015 2020 2025 2030 2035 

Wastewater collected and 
treated in service area 

3,861  3,250   5,670 6,890  8,380  10,190 10,610 

Volume that meets recycled 
water standard 

0   0 0   0  0 0  0  

Wastewater Disposal and Recycled Water Uses 

The City does not currently treat any wastewater to recycled water standards to allow it to be used as a 

component of its water supply. A portion of the effluent from the City’s WWTP is reused through the irrigation 

of approximately 417 acres of pastureland to the north and east of the ponds.  Future expansion of the 

WWTP currently includes planned expansion of the effluent reuse area to approximately 720 acres according 

to the Wastewater Master Plan.  The current and projected volumes of effluent to be reused by irrigation of 

pastureland are shown in Tables 22 through 24. Projected volumes are based on an annual growth rate of 

4.1% and assume that the City will develop the additional acreage as required for continued effluent disposal 

through reuse on pastureland. This reuse of effluent also reduces the demand on the other water supplies 

available to the area (primarily groundwater) and provides additional groundwater recharge through deep 

percolation of a portion of the applied effluent. 

 

Table 22.  Recycled Water — Nonrecycled Wastewater Disposal  (AFY) 

Method of disposal 
Treatment 

Level 2010 2015 2020 2025 2030 2035 

Reuse on pastureland
1 

secondary 551 670 820 1,010 1,230 1,500 

Groundwater recharge
2 

secondary NA NA NA NA NA NA 

Total  551 670 820 1,010 1,230 1,500 
1
 The quality of effluent reused on pastureland does not meet the standards for recycled water. 

2 
 Recharge occurs in the WWTP ponds and through deep percolation of a portion of the applied effluent but the 

   volume is unknown. 
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Potential Uses of Recycled Water 

Wide-scale systematic direct use of recycled water in the City is technically feasible yet economically 

unsupportable.  The current WWTP is located near the northeast limit of the City and no recycled water 

distribution infrastructure exists between the City and the WWTP.  To develop distribution piping from the 

WWTP to areas throughout the City is presently cost prohibitive.  Additionally, there are no large-scale users 

that would benefit in proportion to the cost of installing separate distribution systems. 

While the current method of reuse reduces the demand on the groundwater and provides basin recharge, 

there are more direct ways to obtain water supply benefit through recycling of wastewater.  These options 

include treatment and exchange of recycled water whereby the City would receive good quality surface water 

and the recycled water would be used more regionally for a broad range of agricultural uses. The potential 

for exchange of recycled water for a surface water supply will be investigated as part of the City’s effort to 

acquire a surface water supply as previously discussed.  

Treatment for use in landscape and park irrigation within the community is also an option currently not 

economical since this reuse opportunity is limited and presently the WWTP is not capable of producing 

recycled water meeting the standards required for urban water uses and no recycled water distribution 

facilities have been constructed.  Potential recycled water program alternatives are expected to be evaluated 

as part of the proposed WWTP expansion project. In addition, non-potable groundwater can be developed 

for irrigation use on these areas. 

Another option within the City for the use of recycled water is increasing the recycling of industrial 

wastewater.  Some recycling is being accomplished so the opportunities are limited for industry to install 

equipment for treating and recirculating process water rather than releasing it to the sanitary sewer.  The 

potential for increasing recycled industrial wastewater has not been studied, and no estimates of its potential 

water supply benefit are available. Potential future uses for recycled water and a comparison of past and 

present uses and their associated volumes are presented in Tables 23 and 24. 

 

Table 23.  Recycled Water — Potential Future Use (AFY) 

User type Description Feasibility 2015 2020 2025 2030 2035 

Agricultural irrigation 
Reuse on 

pastureland
1 

Currently 
implemented 

670 820 1,010 1,230 1,500 

Landscape irrigation               

Commercial irrigation               

Golf course irrigation               

Wildlife habitat               

Wetlands               

Industrial reuse               

Groundwater recharge
2 

    NA  NA NA  NA  NA  

Seawater barrier               

Geothermal/Energy               

Indirect potable reuse               

Other (user type)               

Other (user type)         

Total 670 820 1,010 1,230 1,500 
1
 The quality of effluent reused on pastureland does not meet the standards for recycled water. 

2
  Recharge occurs in the WWTP ponds and through deep percolation of a portion of the applied effluent but the 

   volume is unknown. 
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Table 24.  Recycled Water — 2005 UWMP Use Projection Compared to 2010 Actual (AFY) 

Use Type 2010 Actual Use 2005 Projection for 2010 

Agricultural irrigation
1 

551  NA  

Landscape irrigation     

Commercial irrigation     

Golf course irrigation     

Wildlife habitat     

Wetlands     

Industrial reuse     

Groundwater recharge
2 

NA  NA  

Seawater barrier     

Geothermal/energy     

Indirect potable reuse     

Other (user type)     

Other (user type)     

Total 551  NA  
1
 The quality of effluent reused on pastureland does not meet the standards for recycled water. 

2
  Recharge occurs in the WWTP ponds and through deep percolation of a portion of the applied effluent but the 

   volume is unknown. 

Encouraging Recycled Water Use 

All new car wash facilities permitted in the City since 2005 have been required to employ a closed loop water 

recycling system for delivering wash water.  New industrial facilities that include condensers requiring cooling 

water are also encouraged to employ a closed loop system.  The City will assist industrial and commercial 

customers in designing recycling projects conducive to City operations.  As part of the educational efforts of 

the City, recycling and conservation issues are included in school and public education forums.  There have 

been no studies on the potential volumes that may be recycled as a result of the City policies and education 

efforts. Actions to encourage recycled water use are summarized in Table 25. 

 

Table 25.  Methods to Encourage Recycled Water Use (AFY) 

 Projected Results 

Actions 2010 2015 2020 2025 2030 2035 

Car wash recycling NA NA NA NA NA NA 

Industrial recycling NA NA NA NA NA NA 

Education  NA NA NA NA NA NA 

Total NA NA NA NA NA NA 

Recycled Water Optimization Plan 

The City’s Public Works Department provides assistance to industrial and commercial customers in 

facilitating on-site recycled water use.  Additional opportunities for increased reuse of effluent for irrigation of 

pastureland will be evaluated as part of the planned expansion of the WWTP. Opportunities for reuse of 

effluent meeting recycled water standards will also be explored as part of the proposed WWTP expansion 

project and as part of the investigation of the potential for acquisition of a surface water supply. 
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4.06 Future Water Projects 

Law 

(Describe) all water supply projects and water supply programs that may be undertaken by the urban 
water supplier to meet the total projected water use as established pursuant to subdivision (a) of 
Section 10635. The urban water supplier shall include a detailed description of expected future projects 
and programs, other than the demand management programs identified pursuant to paragraph (1) of 
subdivision (f), that the urban water supplier may implement to increase the amount of the water supply 
available to the urban water supplier in average, single-dry, and multiple-dry water years. The 
description shall identify specific projects and include a description of the increase in water supply that 
is expected to be available from each project. The description shall include an estimate with regard to 
the implementation timeline for each project or program (10631(h)). 

The City of Los Banos currently relies solely on groundwater for its water supply. In addition to the need for 

future distribution pipelines, the Water Master Plan identified the need for five new wells to meet projected 

demands through 2015 and two new 2.0 million gallon storage tanks with booster pumps by 2015 to meet 

operational and fire storage requirements. However, the Water Master Plan does not account for the water 

use reductions that have occurred the last two years and that are required by the Water Conservation Bill of 

2009 and are identified in this Plan. In addition, population growth and development activity in the City has 

slowed considerably over the last few years so the build out of facilities identified in the Water Master Plan 

will likely occur over a longer period of time. Therefore, as of the date of adoption of this Plan, the City has 

not identified or scheduled any water supply projects as shown in Table 26.  

 

Table 26.  Future Water Supply Projects 

Project 
Name 

Projected 
Start 
Date 

Projected 
Completion 

Date 

Potential 
Project 

Constraints 

Normal-
Year 

Supply 

Single-
Dry 
Year 

Supply 

Multiple-
Dry Year 

First 
Year 

Supply 

Multiple-
Dry Year 
Second 

Year 
Supply 

Multiple-
Dry Year 

Third 
Year 

Supply 

None 
currently 
scheduled 

        

         

Total       
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Section 5. Water Supply Reliability and Water Shortage Contingency 
Planning 

5.01 Water Supply Reliability 

Law 

An urban water supplier shall describe in the plan water management tools and options used by that 
entity that will maximize resources and minimize the need to import water from other regions 
(10620(f)). 

For any water source that may not be available at a consistent level of use, given specific legal, 
environmental, water quality, or climatic factors, describe plans to supplement or replace that source 
with alternative sources or water demand management measures, to the extent practicable 
(10631(c)(2)). 

Resource Maximization/Import Minimization Plan 

Water management tools and options available to the City to maximize resources and minimize its need to 

import water are discussed in Section 3.04-Water Use Reduction Plan, Section 4.05-Recycled Water 

Opportunities and Section 6-Demand Management Measures.  Los Banos does not import any of its water 

supply.  All water supply is obtained from City-owned groundwater wells distributed throughout the City and 

producing water from the Delta-Mendota Subbasin.  The City’s objective in supplying water to its users is to 

maximize its groundwater resources utilization through water-conserving measures, as discussed in the 

previously mentioned sections of this report, and thus reducing the future need to import water. 

Although the City does not have a Groundwater Management Plan it is actively managing its water system 

and water use in an attempt to maximize the resource and minimize the need to import surface water 

supplies.  The Subbasin is not currently in a state of overdraft although portions of the larger San Joaquin 

River Groundwater Basin are, as identified by DWR and described in Section 4.02.  This does not mean that 

the City is not concerned about protecting its water resources, both in terms of availability and quality. 

The City as well as DWR monitors water levels in area wells.  Water quality monitoring is also conducted by 

the City and is reported annually to its citizens and the State Department of Health Services.  Central 

California Irrigation District (CCID) serves much of the agricultural land to the north, west, and south of the 

City with Central Valley Project (CVP) water as an exchange supply for surface water previously diverted 

from the San Joaquin River.  CCID customers also use groundwater pumped from the Delta-Mendota 

Subbasin to supplement their surface water use.  CCID also monitors water levels in area wells and 

produces annual reports on water levels in the District.  The City and CCID share the same groundwater 

basin and work very closely on regional water issues.  Approximately every ten years, the City and CCID 

cooperate in a study of groundwater conditions in the vicinity of the City as previously discussed.  Continued 

cooperation with CCID to manage the groundwater basin will be essential to maintaining the availability of 

potable groundwater resources in the area. 

Reliability of Groundwater Supply 

The climatic conditions of the central San Joaquin Valley demand careful water management practices 

because of the typically low amount of rainfall and short rainy season and because of the high temperatures 

that frequently occur in the summer months.  The average annual precipitation for the Los Banos area is 

9.24 inches.  The rainy season runs from November through April, but 80 percent of the rainfall occurs 

between the beginning of November and the end of March.  Drought conditions are not uncommon and can 

last for multiple years.  Summer water consumption varies directly with daily temperature maximums and the 

Los Banos region experiences on average over 100 days a year with maximum daily temperatures over 90 

degrees.  
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The reliability and vulnerability of the City’s water supply to seasonal or climactic changes can be easily 

qualified, but reliability and vulnerability are difficult to quantify.  Because the City relies entirely on 

groundwater using multiple extraction wells, the intermittent overdraft will obviously be more severe during 

drought periods.  To date, water levels in the Subbasin have shown the ability to recover from reduced 

rainfall (drought) and reduced surface water deliveries as described in Section 4.02.  As growth in the area 

continues and increased demands are placed on the groundwater resources of the area, a condition of 

sustained overdraft may be reached but this condition is not expected to occur for many years.  Recharge, 

conservation, and seeking new primary and backup water sources, such as surface water, will all reduce 

vulnerability and increase reliability.   

The primary factor affecting the reliability of the City’s supply is the limited quantity of groundwater meeting 

drinking water standards as opposed to a limit in the availability of groundwater.  One of the City wells has 

arsenic concentrations exceeding the maximum contaminant level (MCL) of 10 milligrams per liter and has 

been placed on standby status. Also, many of the balance of City wells are near the arsenic MCL. This may 

require exploring for new well locations where the arsenic levels are well below the MCL.  There are other 

groundwater constituents such as salinity, radiological, chromium VI and nitrates that have the potential to 

reduce the desirability and affordability of using groundwater. This may encourage the City to explore surface 

water supply alternatives.  The quality of the groundwater produced by City wells is discussed in greater 

detail in Section 5.03. There are no factors that currently result in an inconsistency in the City’s water supply 

as shown in Table 29. Groundwater has and will continue to provide drought protection for the City. 

 

Table 29.  Factors Resulting in Inconsistency of Supply (AFY) 

Water supply 
sources 

Specific source 
name, if any 

Limitation 
quantification Legal 

Environ-
mental 

Water 
quality Climatic 

Additional 
information 

Groundwater 
Delta-Mendota 

Subbasin 
None         

  

                

        

Based on the resiliency of the groundwater basin and as long as potable groundwater can be extracted by 

the City wells, which are individual sources in certain respects, it is not anticipated that a single or multiple 

dry year period will reduce the availability of water supply to the City, as shown in Table 31.  The reliability of 

water service is subject to proper operation and maintenance of the City’s water distribution system and its 

ability to deliver the water. The City of Los Banos water distribution system historically has provided a very 

reliable level of service.  A looped distribution system with isolation valves limits and minimizes service 

disruption. The frequency of system outages is very small due to an ambitious maintenance and replacement 

program.  City Improvement Standards are in place and meet or exceed American Water Works Standards.  

As the system is expanded the Water Master Plan is followed.  As a result, system reliability does not 

diminish as it is expanded into new service areas.  Funds to maintain and expand the system to meet the 

continued growth in water demand are collected through water rates and development fees. 

 

Table 31.  Supply Reliability — Current Water Sources (AFY) 

Water supply sources 

Average / Normal 
Water Year 

Supply 

Multiple Dry Water Year Supply 

Year 2011 Year 2012 Year 2013 

Groundwater  100%  7,901  8,225  8,562  

          

          

Percent of normal year: 100%  100%  100%  100%  
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5.02 Water Shortage Contingency Planning 

Law 

Actions to be undertaken by the urban water supplier to prepare for, and implement during, a 
catastrophic interruption of water supplies including, but not limited to, a regional power outage, an 
earthquake, or other disaster (10632(c)).  

Additional, mandatory prohibitions against specific water use practices during water shortages, 
including, but not limited to, prohibiting the use of potable water for street cleaning (10632(d)).  

Consumption reduction methods in the most restrictive stages. Each urban water supplier may use any 
type of consumption reduction methods in its water shortage contingency analysis that would reduce 
water use, are appropriate for its area, and have the ability to achieve a water use reduction consistent 
with up to a 50 percent reduction in water supply (10632(e)).  

Penalties or charges for excessive use, where applicable (10632(f)).  

An analysis of the impacts of each of the actions and conditions described in subdivisions (a) to (f), 
inclusive, on the revenues and expenditures of the urban water supplier, and proposed measures to 
overcome those impacts, such as the development of reserves and rate adjustments (10632(g)).  

A draft water shortage contingency resolution or ordinance (10632(h)). 

Preparation for Catastrophic Water Supply Interruption 

The City relies solely on groundwater for its source of water supply and is therefore not subject to reduction 

in its water supply like communities that rely on surface water to meet all or a portion of their water demands.  

As discussed in Section 4.02, the Delta-Mendota Subbasin water levels are very stable and in fact have risen 

since 1970 and groundwater in the Los Banos area specifically has been approximately in balance over the 

1989 to 2009 period.  In addition, the quality of the groundwater produced by the City wells currently meets 

all drinking water standards.  If and when drinking water standards are exceeded at a particular well, the City 

will develop the required groundwater treatment facilities or construct a replacement well if needed.  A 

treated surface water supply component may be added to the system in the future as previously discussed.   

As  discussed in Section 4.02, because of large volumes of available groundwater and the fact that water 

levels are very stable in the Subbasin and the Los Banos area it is anticipated that groundwater will be able 

to meet all the water supply needs of the City for the next 25 years and beyond, even in drought periods 

such as the severe one year drought experienced in1977 and the prolonged drought of 1987 to 1992.The 

City plans to have groundwater be its supply due to its availability even during extended drought periods.  

However groundwater treatment may eventually be required if not replaced or supplemented by the use of 

treated surface water.  

Water Shortage Contingency Plan 

The Urban Water Management Planning Act requires that a water shortage contingency analysis be 

prepared to address methods to react to a water shortage situation, which reduces supply by up to 50 

percent of water available to the City. Because of the City’s reliance on groundwater for its supply, a water 

shortage of this magnitude would be due to a catastrophic interruption of water supply caused by a regional 

power outage, an earthquake, or other disaster. Conservation measures encouraged or required during a 

water shortage are temporary measures to last only for the duration of the shortage. This Water Shortage 

Contingency Plan presents the City’s planned action associated with different stages of water supply 

shortage up to a 50 percent shortage of supply. Each of these stages is discussed below. 
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Stages of Action 

The City of Los Banos has three trigger levels which correspond to three water shortage stages. The 

rationing plan includes voluntary and mandatory rationing, depending on the causes, severity, and 

anticipated duration of the water supply shortage. The water shortage stages have reduction in consumption 

goals varying from 10% to 50%. Stage 1, with a target of between 10% and15% reduction, is effective when 

available water production is 10% to 15% less than the estimated monthly peak hourly demand. Stage 2, 

with a target of between 15% and 30% reduction, is effective whenever the available water production is 

15% to 30% less than the estimated monthly peak hourly demand. Stage 3, with a target of between 30% 

and 50% reduction, is effective whenever the available water production is 30% to 50% less than the 

estimated monthly peak hourly demand. The shortage stages, the initiating conditions and the reduction 

goals are presented in Table 35. 

 

Table 35.  Water Supply Stages and Conditions 

Stage No. Water Supply Conditions % Shortage 

1 (Voluntary) 
Available water production is 10% to 15% less than the 
estimated monthly peak hour demands 

10 to 15 

2 (Mandatory) 
Available water production is 15% to 30% less than the 
estimated monthly peak hour demand  

15 to 30 

3 (Mandatory) 
Available water production is 30% to 50% less than the 
estimated monthly peak hour demand 

30 to 50 

Catastrophic Supply Interruption Plan 

In the event of a catastrophic water supply interruption immediate measures need to be planned that will 

allow the City to provide a minimum amount of water to customers. Possible catastrophes include a regional 

power outage, terrorism event at selected locations or a natural disaster which affects selected facilities. 

Preparation Actions for a Catastrophe 

Possible Catastrophe Summary of Actions 

Regional power outage 
Activate emergency backup power and provide public notice through 
broadcasts of emergency and ask customers to reduce consumption 
to essential uses 

Earthquake 
Utilize emergency backup power if utility provided power is 
interrupted. Immediately implement Stage 2 or Stage 3 demand 
reduction program 

Terrorism event Make use of alternate production facilities as available 

Prohibitions, Penalties, and Consumption Reduction Methods 

The first step in a demand reduction program is to prohibit wasteful practices and provide enforcement 

methods. The current City ordinance regulates waste of water and provides penalties for waste and failure to 

comply with any water conservation program the City enacts, such as scheduled days for outdoor watering. 

The penalties range from a first time warning to progressively more severe fines as discussed in Section 

6.13.  

In a water shortage situation, additional mandatory prohibitions, consumption reduction methods, and 

associated penalties and charges will apply as presented in Tables 36 through 38. The City will notify its 

customers of the implementation of a declared water shortage stage or an increase in the level of the water 

shortage stage. Any customer violating the regulations and restrictions on water use set forth in the 

emergency water shortage resolution adopted by the City Council shall receive a written warning for the first 

such violation. Upon subsequent violations, the customer shall receive written warning and a penalty fee will 

be added to their water bill as shown in Table 38. 
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Table 36.  Mandatory Prohibitions 

Examples of Prohibitions Stage When Prohibition Becomes Mandatory 

Washing cars without a shutoff valve on hose Stage 1 

Prohibiting use of water for driveway cleaning Stage 1 

Prohibiting use of water for City street cleaning Stage 2 

No vehicle washing Stage 3 

 

Table 37.  Consumption Reduction Methods 

Consumption Reduction Method 
Stage When Method 

Takes Effect 
Projected Reduction  

(%) 

Voluntary rationing Stage 1 10 to 15 

Mandatory irrigation conservation program Stages 1 & 2 15 to 30 

No new connections Stage 3 None, but no increase 

No refilling of pools Stage 3 1 

Customer allotments/rate changes Stage 3 30 to 50 

 

Table 38.  Penalties and Charges 

Water Use Violation Penalty/Charge
1 

Stage When Penalty Takes Effect 

Water waste violation (Municipal Code Sec. 6-7.28) $15 Currently in effect 

Water use violation during declared water shortage $30 Stage 2 

Water use violation during declared water shortage $50 Stage 3 
1
 Customer will receive a warning for first offense. Penalties shown are for second offense and will be added to the  

   customer’s water bill. Penalties for subsequent offenses will be 150% of the previous penalty. 

Analysis of Revenue Impacts of Reduced Sales During Shortages 

The City of Los Banos has a flat rate component in its current rate structure for its residential customers that 

are billed on a volume basis by means of a water meter. The residential flat rate component is currently 

$16.24 per month which includes up to 1,500 cubic feet (cf) of water. Water use in excess of 1,500 cf per 

month is charged at the rate of $1.26 per hundred cubic feet (hcf). The flat rate component of the water rate 

is designed to covered basic operation and maintenance costs and helps mitigate the financial impacts of a 

water shortage. Therefore reduced water sales on a temporary basis will not prevent the continued operation 

of the water system. In addition, the City currently has approximately $100,000 in a water system emergency 

fund. 

Water Shortage Emergency Resolution 

Water use prohibitions and enforcement mechanisms must be approved by City Council resolution. A Draft 

Water Shortage Emergency Resolution is included in Appendix D. The resolution can be modified depending 

on the severity of the drought and can be approved quickly, should an emergency arise. It is not currently 

adopted, as specific conditions of each emergency will likely be added as each emergency arises. 

Water Use Monitoring Mechanisms 

Under normal water supply conditions, potable water production figures are recorded daily. 

During a Stage 1 water shortage, weekly production figures shall be reported to the City Manager. The City 

Manager shall compare the weekly production to the target weekly production to verify that the reduction 
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goal is being met. Monthly reports shall be sent to the City Council. If reduction goals are not met, the City 

Manager will notify the City Council so that corrective action can be taken. 

During a Stage 2 or Stage 3 water shortage, the procedure listed above will be followed, with the addition of 

a daily production report to the City Manager. 

During emergency shortages, production figures shall be reported hourly to the City Manager daily. Daily 

reports shall also be provided to the City Council. 

Emergency Preparation 

In preparation for possible electrical service interruptions, all of the City’s active wells are equipped with dual 

drive equipment.  These wells are equipped with backup diesel and natural gas engines to be used in the 

event of a power failure.  The backup equipment is routinely maintained and tested to ensure the facilities 

can continue to deliver the full water supply in the event of a power outage. 

Agency Coordination 

The City’s preparation for a catastrophic water supply interruption includes coordination with any or all of the 

following agencies depending upon the severity of the actual emergency: 

 Merced County Sheriff Department 

 California Department of Transportation 

 California Office of Emergency Services 

 California Highway Patrol 

 California Department of Water Resources  

 Pacific Gas & Electric Company 

 California Department of Public Health 

5.03 Water Quality 

Law 

The plan shall include information, to the extent practicable, relating to the quality of existing sources of 
water available to the supplier over the same five-year increments as described in subdivision (a) of 
Section 10631, and the manner in which water quality affects water management strategies and supply 
reliability (10634). 

The quality of the groundwater available to the City is quite variable.  With careful siting of wells and 

selection of aquifer production zones, groundwater meeting the Domestic Water Quality Standards (drinking 

water standards) has been successfully developed to meet the needs of the City.  As required by State 

regulations, all wells are equipped with a chlorine injection system.  Well No. 8 was removed from service in 

2000 when the MCL for uranium, a primary drinking water standard was exceeded. In addition, Well 15 is on 

standby because of elevated arsenic concentrations. Two of the twelve wells exceed the recommended 

limits but are less than the upper limits of the secondary standards for electrical conductivity (EC) and total 

dissolved solids (TDS).  Exceeding any secondary standards does not constitute a health issue.  Secondary 

standard MCLs are set based on consumer acceptability of the supply, as the secondary constituents above 

upper limits may adversely affect taste, odor or appearance of the drinking water.  Nitrates and chromium VI 

have also been found in some well water and use of that well water could be impacted by future changes in 

drinking water standards. The quality of the groundwater in the Delta-Mendota Subbasin is further discussed 

in Appendix C and in the “Update on Groundwater Conditions in the Vicinity of the City of Los Banos” report.    

The availability of groundwater meeting the standards is limited and therefore the City expects that surface 

water may eventually become a component of its water supply.  The estimates of water supply impacts due 

to water quality problems, shown in Table 30, assume that the City will continue to rely solely on 
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groundwater, treated or untreated, for its supply since it currently has no surface water supplies or 

entitlements although this may change as the City is investigating the acquisition of a surface water supply 

due to the limited availability of groundwater meeting drinking water standards.  If treated surface water 

supply is incorporated into the City’s water system in the future it is anticipated that the City will maintain the 

existing wells as a supplemental supply to be used to meet peak demands and during times of reduced 

surface supply. Assuming the City will treat groundwater if required and the fact that there is adequate 

quantity of groundwater to meet the projected demands of the City through 2035, water quality issues are not 

expected to impact the availability of the City’s water supply and their ability to meet demands.  

 

Table 30.  Water Quality — Current and Projected Water Supply Impacts (AFY) 

Water Source Description of Condition 2010 2015 2020 2025 2030 2035  

 Groundwater 
 Availability of good quality 
water is limited 

 0 0  0  0  0   0 

                

                

5.04 Drought Planning 

Law 

Describe the reliability of the water supply and vulnerability to seasonal or climatic shortage, to the 
extent practicable, and provide data for each of the following: (A) an average water year, (B) a single 
dry water year, (C) multiple dry water years (10631(c)(1)).  

Stages of action to be undertaken by the urban water supplier in response to water supply shortages, 
including up to a 50 percent reduction in water supply, and an outline of specific water supply 
conditions which are applicable to each stage (10632(a)).  

An estimate of the minimum water supply available during each of the next three water years based on 
the driest three-year historic sequence for the agency's water supply (10632(b)).  

A mechanism for determining actual reductions in water use pursuant to the urban water shortage 
contingency analysis 10632(i).  

Every urban water supplier shall include, as part of its urban water management plan, an assessment 
of the reliability of its water service to its customers during normal, dry, and multiple dry water years. 
This water supply and demand assessment shall compare the total water supply sources available to 
the water supplier with the total projected water use over the next 20 years, in five-year increments, for 
a normal water year, a single dry water year, and multiple dry water years. The water service reliability 
assessment shall be based upon the information compiled pursuant to Section 10631, including 
available data from state, regional, or local agency population projections within the service area of the 
urban water supplier (10635(a)). 

The reliability of the City’s water supply and lack of vulnerability to seasonal or climatic shortage is discussed 

in Section 5.01. As previously stated, based on the resiliency of the groundwater basin and as long as 

potable groundwater can be extracted by the City wells, which are individual sources in certain respects, it is 

not anticipated that a single or multiple dry year period will reduce the availability of water supply to the City. 

Groundwater has and will continue to provide drought protection for the City. However, the City has engaged 

in extensive emergency planning in preparation for potential service interruptions and a Water Shortage 

Contingency Plan is presented in Section 5.02.  

Table 27 presents the basis for the water year data used in Table 28 that presents the historic water supply 

reliability during various hydrologic conditions. The single driest year of recent record was 1977, the average 

year selected was 2005, and the years of 1989-1992 were used to represent a multiple dry year series. 

Comparisons of projected supply and demand for normal year, single dry year, and multiple dry year events 

through 2035, in five-year increments, are presented in Tables 32 through 34. 
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Table 27.  Basis of Water Year Data 

Water Year Type Base Year(s) 

Average Water Year 2005 

Single-Dry Water Year 1977 

Multiple-Dry Water Years 1989-1992 

 

Table 28.  Supply Reliability — Historic Conditions 

Average / Normal Water Year 
Single Dry 
Water Year 

Multiple Dry Water Years 

Year 1 Year 2 Year 3 Year 4 

7,597 NA
1 

NA
1
 NA

1
 NA

1
 NA

1
 

Percent of Average/Normal Year: 100  100  100  100  100  
1
 Data not available, but in all year types the City has been able to meet demands with use of groundwater. 

 

Table 32.  Supply and Demand Comparison — Normal Year (AFY) 

  2015 2020 2025 2030 2035 

Supply totals (from Table 16) 9,189 11,201 13,693 16,740 20,465 

Demand totals (From Table 11) 9,189 11,201 13,693 16,740 20,465 

Difference 0 0 0 0 0 

Difference as % of Supply 0 0 0 0 0 

Difference as % of Demand 0 0 0 0 0 

 

Table 33.  Supply and Demand Comparison — Single Dry Year (AFY) 

  2015 2020 2025 2030 2035 

Supply totals  9,189 11,201 13,693 16,740 20,465 

Demand totals  9,189 11,201 13,693 16,740 20,465 

Difference 0 0 0 0 0 

Difference as % of Supply 0 0 0 0 0 

Difference as % of Demand 0 0 0 0 0 

 

Table 34.  Supply and Demand Comparison — Multiple Dry-Year Events (AFY) 

    2015 2020 2025 2030 2035 

Multiple-dry year 
first year supply 

Supply totals 9,189 11,201 13,693 16,740 20,465 

Demand totals 9,189 11,201 13,693 16,740 20,465 

Difference 0 0 0 0 0 

Difference as % of Supply 0 0 0 0 0 

Difference as % of Demand 0 0 0 0 0 

Multiple-dry year 
second year supply 

Supply totals 9,189 11,201 13,693 16,740 20,465 

Demand totals 9,189 11,201 13,693 16,740 20,465 

Difference 0 0 0 0 0 

Difference as % of Supply 0 0 0 0 0 

Difference as % of Demand 0 0 0 0 0 

Multiple-dry year 
third year supply 

Supply totals 9,189 11,201 13,693 16,740 20,465 

Demand totals 9,189 11,201 13,693 16,740 20,465 

Difference 0 0 0 0 0 

Difference as % of Supply 0 0 0 0 0 

Difference as % of Demand 0 0 0 0 0 
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Section 6. Demand Management Measures 

Law 

(Describe and provide a schedule of implementation for ) each water demand management measure 
that is currently being implemented, or scheduled for implementation, including the steps necessary to 
implement any proposed measures, including, but not limited to, all of the following: (A) water survey 
programs for single-family residential and multifamily residential customers; (B) residential plumbing 
retrofit; (C) system water audits, leak detection, and repair; (D) metering with commodity rates for all 
new connections and retrofit of existing connections; (E) large landscape conservation programs and 
incentives; (F) high-efficiency washing machine rebate programs; (G) public information programs; (H) 
school education programs; (I) conservation programs for commercial, industrial, and institutional 
accounts; (J) wholesale agency programs; (K) conservation pricing;(L) water conservation coordinator; 
(M) water waste prohibition; (N) residential ultra-low flush toilet replacement programs (10631(f)(1) and 
(2).  

A description of the methods, if any, that the supplier will use to evaluate the effectiveness of water 
demand management measures implemented or described under the plan (10631(f)(3)).  

An estimate, if available, of existing conservation savings on water use within the supplier's service 
area, and the effect of the savings on the supplier's ability to further reduce demand (10631(f)(4)).  

An evaluation of each water demand management measure listed in paragraph (1) of subdivision (f) 
that is not currently being implemented or scheduled for implementation. In the course of the 
evaluation, first consideration shall be given to water demand management measures, or combination 
of measures, that offer lower incremental costs than expanded or additional water supplies. This 
evaluation shall do all of the following: (1) Take into account economic and noneconomic factors, 
including environmental, social, health, customer impact, and technological factors; (2) Include a cost-
benefit analysis, identifying total benefits and total costs; (3) Include a description of funding available 
to implement any planned water supply project that would provide water at a higher unit cost; (4) 
Include a description of the water supplier's legal authority to implement the measure and efforts to 
work with other relevant agencies to ensure the implementation of the measure and to share the cost 
of implementation (10631(g)).  

The City is committed to implementing programs designed to conserve and protect the quality of its 

groundwater.  This section discusses water conservation and the City’s efforts to protect the groundwater 

resources of the basin. 

The City is not a signatory to the Memorandum of Understanding regarding Urban Water Conservation in 

California and is therefore not a member of the California Urban Water Conservation Council.  For the 

purpose of responding to the Urban Water Management Planning Act, the City will address the 14 DMMs 

(A-N).  The remainder of this section discusses the 14 DMMs and the programs that the City has 

implemented or is planning to implement to address the DMMs that are applicable to Los Banos. It should be 

noted that nothing in this UWMP is intended to limit the City’s available options in implementing the DMMs or 

to respond to a future water or budget shortage.  

6.01 DMM A – Water Survey Programs for Single-Family and Multi-Family 

Residential Customers 

Upon request, City personnel will perform an interior and exterior inspection (audit)  for SFR or MFR 

customers in order to ascertain potential sources of water waste or water conservation opportunities.  City 

personnel will check for water leaks and nonmandatory control measures will be suggested, and education 

materials regarding the importance of water conservation will be provided.  If available, the City will provide 

customers with a water-conservation kit consisting of educational materials, faucet and shower aerators, 

toilet tank volume displacer, and leak detection tablets.  In addition, the City performs water audits on high 

consumption accounts that are flagged during the billing process. 
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The City also offers to program customer irrigation timers as part of the City’s Water Conservation Program. 

The City also uses this opportunity to discuss water conservation measures with the customer and give them 

conservation materials as applicable.   

The implementation of the City’s Water Conservation Patrol (Water Patrol) occurs during the highest water 

demand months of May through September.  A large portion of the Water Patrol effort is dedicated to 

educating water customers on exterior water conservation measures.  The education effort helps provide an 

incentive by informing the public on how to avoid fines and other social consequences of poor water 

resource stewardship.  Section 6.13 further describes the City’s water conservation and water waste 

ordinances and associated programs. 

Effectiveness.  The number of water audits performed, irrigation timers programmed, and water patrol 

customer visits made during the last five years is shown in Table 39.  The Public Works Department budget 

does not contain a separate line item for these tasks and therefore expenditure information for these 

activities is not available.  Examination of Table 39 indicates that the programs are being effectively 

implemented and utilized by the residents of Los Banos. This is verified in the fact that the City’s water use 

last year (2010) was essentially the same as it was in 2005 even though its population grew by almost 4,000 

people. 

 

Table 39.  Water Conservation Programs 

Program  2006 2007 2008 2009 2010 

Water audits (SFR) 135 80 177 105 129 

Water audits (MFR) 0 3 1 1 0 

Water audits (Industrial) 0 0 0 5 3 

Water audits (Institutional) 1 1 1 1 3 

Water audits (Commercial) 1 0 1 5 3 

Total water audits 137 84 180 117 138 

Irrigation timers programmed 230 244 228 240 229 

Water patrol visits 257 270 264 206 201 

6.02 DMM B – Residential Plumbing Retrofit 

The City Building Department duties include enforcement of plumbing efficiency standards, which include 

installation of low-flow water fixtures, as part of the routine plan check procedure.  This enforcement process 

includes specification of appropriate retrofit for low-flow fixtures for remodels.  There is no City ordinance 

requiring all residences to retrofit plumbing fixtures with low-flow water fixtures. 

In the past two years during the annual Merced County Fair the City’s solid waste contractor sponsored an 

informational booth in which the City provided materials regarding water conservation.  Educational material 

and customer resources are important aspects of the booth, and materials regarding the importance of 

plumbing retrofit for water demand mitigation are provided.  In addition, the City, through the City’s solid 

waste contractor  also distributes materials regarding plumbing retrofit at the annual Seniors Fair and Street 

Fair in Los Banos. 

Effectiveness.  There has been no study of the number of single-family and multiple-family accounts that 

have low-flow water fixtures installed or the amount of water saved by the installation of the low-flow fixtures.  

All new and remodeled single-family and multiple-family residences have been required to install low-flow 

water fixtures since 1992 in accordance with all applicable State law. 
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6.03 DMM C – Water Audits, Leak Detection, and Repair of City Facilities 

The City utilizes specialized equipment for leak detection as needed and has an ongoing program for 

detection and repair of its distribution system pipelines.  The City’s Supervisory Control and Data Acquisition 

(SCADA) system for the water production and distribution facilities provides significantly enhanced 

capabilities for accurately determining water production quantities.  This information is invaluable in 

performing precise distribution system water audits.  A comparison of the volume of water produced from the 

City wells and the volume of water sold in 2005 and 2010 is shown in Table 40. This unaccounted for water 

can be attributed to leaks in the system, meter inaccuracies and unauthorized water use. 

 

Table 40.  Unaccounted for Water 

 2005 2010 

Total water pumped (AF) 7,598 7,590 

Total water sold (AF) 6,969 6,927 

Unaccounted for water (AF) 629 663 

Unaccounted for water (%) 8.3 8.7 

Unaccounted for water (average)  =  8.5% 

Effectiveness.  The City does not track the number of miles of distribution system pipelines surveyed each 

year.  The Public Works Department surveys and repairs pipelines on an as-needed basis.  Expenditures for 

this work is not tracked separately within the Department’s budget.  It can be seen from examination of Table 

40 that the City’s unaccounted for water as a percent of total water pumped averages about 8.5 percent, 

which is typical for systems of similar size, type and age. Review of the volume produced versus the volume 

of water sold on a monthly basis assists the City in identifying problems, such as leaks and meter problems. 

The City also implements an annual fire hydrant and water main flushing program which accounts for a 

portion of the unaccounted for water. 

6.04 DMM D – Metering with Commodity Rates for All New Connections and 

Retrofit of Existing Connections 

All water service connections are metered. The meters are read monthly and accounts are billed on a 

monthly basis.  The number of metered accounts by customer account type are shown in Table 41.  A copy 

of the City’s water rate structure, effective June 21, 2009, is also included in Appendix E.  

 

Table 41.  Number of Metered Water Accounts in 2010 

Customer Account Type 
Number of 

Metered Accounts 

Single-Family Residential 10,168 

Multi-Family Residential 533 

Commercial/Institutional 81 

Landscape 180 

Effectiveness.  The City has fully implemented metering with commodity rates and the impacts can be seen 

in the reduced water use the last couple of years.  

6.05 DMM E - Large Landscape Conservation Programs and Incentives 

Large landscape water users are subject to higher base water rates depending on the meter size. The City 

tracks high consumption accounts and performs periodic audits of the systems as requested or as the 

accounts are flagged during the billing process due to high consumption.  In addition, the Water Patrol is 

charged with monitoring large users for violation of City watering regulations. 
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A copy of the City’s Water Efficient Landscape Ordinance adopted in February 2010 is included in Appendix 

F. This ordinance applies to new construction and rehabilitation projects involving installation of new and 

renovation of existing large landscaped areas as defined in the ordinance. The ordinance is intended to 

promote water conservation and water use efficiency through the establishment of provisions for water 

management practices and water waste prevention for landscaping.  

In addition, the City offers water audits to all water customers, including customers with large landscaped 

areas and landscape accounts, which may include irrigation scheduling assistance and information (Section 

6.01).  The City also offers assistance with programming of irrigation timers to its customers with large 

landscape (Section 6.01).  During these visits with the customers the City staff reviews and offers assistance 

with irrigation scheduling and efficiency and provides the customers with educational materials to assist with 

these functions and to promote water conservation.  

Effectiveness.  The City does not maintain separate records for the number of large landscape audits 

conducted.  The number of large landscape audits is included in the total number of commercial audits 

shown in Table 39 in Section 6.01.  As previously stated, the City does not track expenditures for water 

audits separately within the Public Works Department budget.  The effectiveness of the water survey 

program cannot be directly measured but it is an important component of the City’s overall water 

conservation efforts aimed at managing its limited resource. 

6.06 DMM F – High-Efficiency Washing Machine Rebate Program 

The City does not offer a rebate program associated with the purchase of high-efficiency clothes washing or 

dishwashing machines but does notify its customers of the rebates offered through the local energy provider.  

The local energy provider, Pacific Gas & Electric (PG&E) offers rebate programs for both types of machines.   

To be eligible for a $50 rebate, the high-efficiency clothes washing machine must have minimum Modified 

Energy and Water Factors as outlined in the program details.  Rebates for high-efficiency dishwashers are 

$30 or $50 depending on the machine’s rated electricity and water usage values.   

Effectiveness.  No data is available from PG&E on the number of rebates given in the City of Los Banos 

and therefore the effectiveness of the program is unknown.  The City will continue to notify its customers of 

the rebate programs offered by PG&E through its billing information process and at public events as 

described in Section 6.07. 

6.07 DMM G – Public Information Programs 

The City distributes public information regarding water issues in mass mailings to all water service 

customers, through the City’s Internet website, directly to walk-in customers at City Hall, and at the Public 

Works Department.  Also, when warranted, time-critical public information is dispersed through the local print 

media, radio station announcements and public events.   

Water use regulations and the annual Drinking Water Consumer Confidence Report (water quality report) are 

mailed each year to all customers.  The City takes advantage of these mailings when necessary to provide 

its customers additional information on water conservation and other demand management measures.  

Display cases and bulletin boards at City facilities augment the mailings by providing a permanent posting of 

the most current City mailings. 

During the annual Merced County Fair, Senior Fair and Street Fair the City’s solid waste contractor staffs an 

informational booth.  Written information and promotional or educational materials regarding water 

conservation are distributed at all of the fair booths.   

The City monthly water bill distributed to all water service customers is another vehicle used by the City for 

public education purposes.  The bill mailing also contains public service announcements that are used to 

remind citizens of conservation and demand management measures.   
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The costs for paid advertising (newspaper and radio) and special events (Merced County Fair and Senior 

Fair) for the last five years are shown in Table 42. Also, examples of water conservation and water quality 

protection information documents distributed through mailings and other means described in this section are 

included in Appendix G. 

 

Table 42.  Public Information Program Costs ($) 

Program 2006 2007 2008 2009 2010 

Paid Advertising
 

4,530 4,501 4,574 1,281 1,100 

Special Events 3,200 964 850 1,646 1,550 

Effectiveness.  The effectiveness of the program cannot be measured. However, a review of water use on a 

per capita basis shows that water use has declined in the last several years as the public becomes more 

aware of the limited water resources available and the need to conserve water. This is an indication that the 

City’s water conservation programs and activities are working and that progress is being made in the City’s 

effort to educate its residents about the importance of protecting its limited water resources.  

6.08 DMM H – School Education 

The Public Works Department staff visits third grade classrooms and work interactively with the students to 

discuss and review the importance of water conservation.  In addition, materials are given to the students to 

share with their parents.  The City also encourages local educators to include conservation education in their 

curriculum where appropriate and will make materials and staff time available for this effort whenever 

possible.  The number of students visited annually for the last five years is shown in Table 43. 

 

Table 43.  School Education Program 

 2006 2007 2008 2009 2010 

Number of Students Visited
 

395 60 0 357 0 

Effectiveness.  The City does not track the expenditures associated with these activities separately.  The 

effectiveness of the school education program is difficult to measure but educating the students at an early 

age regarding the value of water conservation and the need to protect the limited resource is essential in 

having an educated public that will participate in City water conservation programs, mandatory or voluntary. 

The Public Works Department was unable to provide classroom visits during the 2008 and 2009 calendar 

year due to personnel and budget constraints. However, in 2011 classroom visits resumed and it is 

estimated that 596 students will be visited. 

6.09 DMM I – Conservation Programs for Commercial, Industrial, and Institutional 

Accounts 

As previously stated, trained City staff is available to conduct water audits for these customers, including 

review of all interior and exterior water use.  Also, high consumption users are flagged for further review and 

possible audit.  The number of water audits done for commercial, industrial, and institutional (CII) accounts 

are shown in Table 39 in Section 6.01.   

The Water Patrol has the responsibility to educate CII users that overuse water for irrigation purposes.  The 

Water Patrol can provide a variety of resources to help a CII customer conserve, including staff expertise and 

written materials.  The City’s wastewater treatment plant staff monitors effluent water volume and 

constituents for treatment purposes but also views this interaction as an opportunity to promote conservation 

on the discharge side, thereby indirectly promoting conservation on the consumption side.    

All City-maintained median strips and traffic islands that require plantings are landscaped with drought-

tolerant plants.  The City maintains a list of approved plantings for public right-of-way.  Criteria for inclusion 

on the list include low water consumption and drought tolerance. 
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As part of the normal City plan check process, project plans and specifications are reviewed for conformance 

with sound water conservation practices and compliance with all codes.  Enforceable corrections or 

modifications are noted and returned with the plans and specifications. The Public Works Department staff 

member with appropriate expertise communicates non-enforceable recommendations directly to the 

responsible professional for the project.  The project developer is also provided with a copy of the City’s list 

of approved plantings for public right-of-way and a copy of the City’s Water Efficient Landscape Ordinance, 

as discussed in Section 6.05.   

Effectiveness.  The City tracks the number of CII water audits and their results for CII accounts. The 

number of water audits performed for CII accounts from 2006 through 2010 are shown in Table 39 in Section 

6.01.   

6.10 DMM J – Wholesale Agency Programs 

The City of Los Banos does not wholesale water to any other agency, nor does it purchase water from a 

wholesaler.   

6.11 DMM K – Conservation Pricing 

The City meters all of its water accounts and encourages water conservation through its water and sewer 

service rate structure.  The Los Banos City Council approved water and sewer service rates effective June 

21, 2009 are included in Appendix E. 

6.12 DMM L – Water Conservation Coordinator 

The City’s Public Works Director is the designated Water Conservation Coordinator.  In addition, staff 

supports the coordinator and the water conservation activities of the City and its customers.  The Water 

Conservation Coordinator’s responsibilities include: 

 Coordination with internal City departments and the community at large to promote the principles of 
responsible water resource stewardship. 

 Monitoring the practice and application of DMMs. 

 Supervising the activities of the Water Patrol. 

 Planning and participating in community water conservation education projects.  

Effectiveness.  The Water Conservation Coordinator has authorized use of City funds to support water 

conservation efforts.  The water conservation activities are part of the full-time Public Works Director 

position, and the City does not track expenditures or time spent associated with water conservation activities 

separately within the budget for the position. 

6.13 DMM M – Water Waste Prohibition Program 

The City of Los Banos Municipal Code Section 6-7.28 (ordinance) prohibits water waste and irrigation of 

landscape during non-permitted hours and on non-permitted days.  A copy of the ordinance is included in 

Appendix H.  A copy of the 2010 Water Conservation Program announcement is included in Appendix G.  

Water waste is defined as excessive runoff entering the gutter, adjacent property, or public right-of-way.  The 

Water Conservation Program restricts landscape watering to certain hours and days based on the street 

address.  Exceptions are made for new plantings.  The Water Patrol is responsible for monitoring water 

waste and enforcing the watering schedule.  The number of visitations by the Water Patrol since 2006 is 

1,198 as shown in Table 39 in Section 6.01.  The current penalties for violation of the ordinance are as 

follows: 
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 First offense – Warning 

 Second offense - $15.00 penalty added to water bill 

 Third offense – 150 percent of previous penalty 

 Fourth offense – 150 percent of previous penalty 

Effectiveness.  The Conservation Water Program and Water Patrol has been an effective tool in educating 

the public on water conservation issues and in controlling water waste as evidenced by the fact that the 

number of visits by the Water Patrol for water use violations has decreased from 2,220 during the 2001 to 

2005 period to only 1,198 during the 2006 to 2010 period.  

6.14 DMM N – Residential Ultra-Low-Flush Toilet Replacement Program 

The City Building Department enforces the provisions of California Plumbing Code Section 402.0 in regard to 

ultra-low flush (ULF) toilets and urinals in new and remodel construction, but the City does not currently have 

a program for replacement (retrofit) of older residential toilets with ULF models.  An effective retrofit program 

can be achieved through voluntary replacement with financial incentives, or through mandatory measures, 

for example, requiring ULF toilet installation at time of property resale or as a permitting requirement for 

major renovations involving changes in the sanitary sewer lines.   

Effectiveness.  The City does not offer rebates for the purchase and installation of ULF toilets, nor does it 

do any direct installations for residential customers.  The City does not track expenditures associated with 

water conservation activities with regard to ULF toilets, such as the time spent enforcing the requirements of 

California Plumbing Code Section 402.0. 

6.15 Evaluation of DMMs Not Implemented 

Law 

10631 (g) An evaluation of each water demand management measure listed in paragraph (1) of 
subdivision (f) that is not currently being implemented or scheduled for implementation.  In the course 
of the evaluation, first consideration shall be given to water demand management measures, or 
combination of measures, that offer lower incremental costs than expanded or additional water 
supplies.  This evaluation shall do all of the following: 

 (1) Take into account economic and noneconomic factors, including environmental, social, health, 
customer impact, and technological factors. 
 (2) Include a cost-benefit analysis, identifying total benefits and total costs. 
 (3) Include a description of funding available to implement any planned water supply project that 
would provide water at a higher unit cost. 

(4) Include a description of the water supplier’s legal authority to implement the measure and 
efforts to work with other relevant agencies to ensure the implementation of the measure and to share 
the cost of implementation. 

The City, or another entity, such as PG&E, is implementing all of the applicable DMMs to some degree, 

except the Residential Ultra-Low-Flush Toilet (ULFT) Replacement Program.  An analysis of the costs and 

benefits of implementing a residential ULFT replacement program is included later in this section.  The City 

plans to continue implementation of the other DMMs as discussed in the previous individual DMM sections.   

Evaluation of Residential ULFT Replacement Program 

The City does not offer rebates for the purchase and installation of ULF toilets, nor does the City or any 

community-based organization do direct installations for residential customers.  Therefore, the following 

analysis evaluates the savings and cost factors of customer replacement of existing high water use toilets 

with ULF toilets in a typical SFR.   

Cost and Water Savings Analysis 
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Assumptions: 

 Typical SFR with two toilets.  

 Cost of two new ULF toilets: $250. 

 Installation cost for two toilets: $450. 

 Total cost of two installed toilets: $700. 

 Useful life of toilets is assumed to be 20 years. 

 Average annual SFR water use is 0.48 AF (428 gpd), based on City’s 2010 water use for SFR. 

 Water savings from conversion to ULF toilets is approximately 15,000 gallons per year, or 1,250 
gallons per month (based on national averages and a household of 3.44 persons per the City’s 
General Plan). 

Benefit/Cost Ratio Analysis 

 Present Value = $700 (Project Cost) 

 Number of Years = 20 

 Discount Rate = 4%  

 Equivalent annual cost = $51.52, or $4.29 per month 

 Water savings = 1,250 gallons per month = 167 cf = 1.67 hcf (hcf = hundred cubic feet) 

 Cost of water saved = $4.29/1.67 hcf = $2.57 per hcf 

 Cost of water purchased from the City: $16.24 per month base rate, includes 1,500 cf of water, plus 
$1.26 per hcf for usage over 1,500 cf per month. 

The cost of water saved by installation of ULF toilets ($2.57 per hcf) is more than twice the incremental cost 

of water from the City ($1.26 per hcf). For a customer that exceeds the monthly baseline allocation by an 

amount at least equal to the amount of water saved from installation of ULF toilets, the benefit cost ratio is 

0.49 ($1.26/$2.57). 

If a customer’s current water usage is within the monthly baseline amount there is no cost savings to install 

ULF toilets. For the average customer the benefit cost ratio is somewhere between 0 and 0.49. Based only 

on the cost of water saved, it is not financially beneficially for an individual customer to replace high water 

use toilets with ULF toilets without additional financial incentives, such a rebate on the purchase and/or 

installation an ULF toilet. If the cost of City water production increases by three or more fold, toilet 

replacement may become economically viable. 

Although the City may have the legal authority to implement a toilet replacement program it currently does 

not have plans to do so unless required by law.  If funding from outside sources, such as State grant money, 

were available the economic analysis would change and a replacement program may be feasible or a rebate 

program could be implemented.  The City does not have any rights to surface water and does not have a 

water treatment plant and has no current plans or projects scheduled that would provide water at a greater 

cost than the current cost of groundwater.  
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Also, as technology advances there may be alternatives such as power or pressure assisted toilets that use 

extremely low volumes of water that will make the economic analysis favorable for replacement of high water 

use toilets.  The environmental, social, and health factors associated with these types of toilets for residential 

use will have to be examined in greater detail before these types of toilets will be generally accepted for 

residential use.   
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Section 7. Completed UWMP Checklist  

The UWMP Checklist (organized by subject) is included and identifies the section of the Plan in which each 

of the UWMP requirements is addressed. 
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